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INTRODUCTION 
This setup will restrict access to certain users. Other users will have access as normal. This setup only allows 
for one door per EWSi controller. It uses a key switch to enable the restricted access users to gain access. 
When the key switch is open the restricted users have access, when closed the restricted users won’t have 
access. The setup shown in the wiring diagram is for a fail secure lock. 

Parts Required 

EWSi Control cabinet with PSU per door 
Proximity reader 
Key switch  
Pros CS software 

STEPS 

1. Connect free output relay 1 and free output relay 2 in parallel
2. Connect door relay 1 is series with the free output relays
3. Set Output 2 to follow door sensor 2
4. Set relay output 1 time the same as door relay 1 time
5. Set free input 1 to trigger both door relay 1 and free output relay 1
6. Configure master users (Users who will not be restricted) to trigger output 1

PROGRAMMING 

SETUP FREE OUTPUT 2 TO FOLLOW DOOR SENSER 2 
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SETUP OUTPUT 1 AND DOOR 1 RELAY TIMES THE SAME 
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SET DOOR 1’s PUSH TO EXIT TO ALSO TRIGGER OUTPUT 1 

SET DOOR 2 DOOR FORCED AND DOOR OPEN TOO LONG TO ZERO AND ENABLE DOOR 2 SENSOR 
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SETUP MASTER USERS TO ALSO TRIGGER OUTPUT 1 (RESTRICTED USERS SHOULD NOT TRIGGER OUTPUT 1) 

NOTES 
The key switch uses the door 2 door contact input so this will register as a door 2 forced event on the software 
but as there isn’t a door 2 this can be ignored. 

Although the restricted access users will not be able to open the door the software will still log this as access 
granted but a door opened event won’t be logged. 
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WIRING DIAGRAM 


